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ABSTRACT 
An energy reduction program for commercial buildings is 
implemented fora SW Ohio natural gas utility. The aim of this 
study is to demonstrate that historical utility data for individ-
ual building customers, along with knowledge of pertinent 
building information (square footage, year built, number of 
floors, height of floors. wall construction type, and use type) 
available in countyauditordatabases, could be used to identifY 
the best candidate buildings for recommissioning in terms of 
energy savings and simple payback. A study is completed for 
all natural gas customers of a utility in Montgome1y and Clin-
ton Counties in Ohio. A total of 400 candidate buildings for 
recommissioning are identified. These buildings have (1) seen 
increases in heating or non-weather-dependent energy over 
time or (2) have large baseline energy intensities indicative of 
combined heating/cooling year round. For these buildings, 
individual energy reports are created and shared with the 
building owners. For a subset of buildings, on-site recommis-
sioning evaluations were used to confirm estimates derived 
from utility data alone. 
INTRODUCTION 
Ln just the past few years, 37 states have adopted renewable 
ene11:,ry portfolio standards. Twenty-three states have energy 
reduction requirements, and three more states have require-
ments pending. These states have, in turn, permitted utility 
customer charges for energy reduction. Thus, utilities are now 
positioned to incentivize energy reduction. Blanket rebate 
programs have been most prominently utilized to achieve 
reduction of energy consumption. While these programs 
generally have achieved a requisite ene11:,ry savings/cost benefit, 
Robert L. Brecha, PhD 
they generally have not benefitted from reliance upon the vast 
quantities of amassed historical consumption data. 
An important criterion for such incentivizing is the total 
resource cost (TRC) test. This test measures the benefits asso-
ciated with energy cost reduction against the costs, both utility 
and participant, to implement measures that seek to realize 
energy cost reduction over a prescribed time period equal to 
the life of the improvement (OEB 2006). TRC values of I are 
marginally acceptable. A TRC of I simplistically states that 
energy cost savings are equal to costs incurred to achieve the 
energy savings. In Ohio, the Publ ic Utilities Commission has 
set a TRC goal of2 for energy efficiency improvements (Price 
and Sedano 2009). 
Achieving the most energy reduction with the least incen-
tives has significant econom ic benefit to utility customers and, 
arguably, to an entire region. The question is how can higher 
TRC values be realized? 
This paper seeks to show that even monthly uti lity data can 
be effectively used to identify priority energy reduction oppor-
tunities in both individual commercial buildings and within a 
utility company's customer base in order to maximize the TRC 
associated with incentivizing investment in energy reduction. 
The first step toward prioritizing bui ldi ngs for enerbry 
reduction investment is to disaggregate energy data for a 
building into heating and cooling energy dependent upon 
weather and non-weather-dependent baseline energy. The 
weather-dependent enerbry must also be normalized relative 
to the specific weather cond itions at the time energy data were 
collected. As far back as I986, methods were developed to 
weather-normalize monthly energy data, to use this normal-
ization to determine the possibi lity for energy reduction 
through different controls, and to measure the impact of 
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energy reduction measures on actual energy use. Thi s original 
system, called the Princeton Scorekeeping Method 
(Fels 1986), used monthly temperature data in conjunctiou 
with monthly energy use to come up witl1 a nonnalized annual 
consumption (NAC). The NAC is determined from the 
combination ofthre.e vital parameters: base-level consump-
tion (Baseline), a measurement of the raw appliance uses of 
a residence; heating/cooling slope (HS/CS), a temperature-
dependent measurement of energy required to heat/cool; and 
balance-point temperature (TbaJ), the temperature at the inter-
section of the heating or cooling slopes and the base-level 
consumption, which is a reflection of the average outside 
temperature at which heating or cooling is initiated. What 
made PRISM's method of normalization unique was the 
allowance for the balance-point temperature to be unique to 
a specific building's operation, rather than be a fixed constant. 
Thus, with the appropriate data input, a least-squares regres-
sion for heating energy gives a curve that fits the function 
according to the model 
(1) 
where E, is the monthly energy consumption, Baseline refers 
to the monthly baseline or weather independent energy, HS is 
the heating slope, Tbal.h is the heating balance-point tempera-
ture (e.g., the average outdoor temperature above which no 
heating energy is used), and Text is the temperature external to 
the building. A similar relationship exists to describe cooling 
energy. Below, CS is the cooling slope and Tbal,c is the cooling 
balance-point temperature. 
The normal approach iu the PRISM system is to combine 
the above components to achieve a combined NAC using the 
fonnula 
NAC = (Baseline11 + Baselinec) 
+HS·HDH + CS· CDH 
(3) 
where HDH and CDH are the number of annual heating and 
cooling degree hours in the given month for a typical weather 
year (Fels et al. 994). Heating degree hours for a given year 
can be determined as a function of balance-point temperature 
using 
8760 
HDH = L Tboi - Text,i 
i = l 
(4) 
Here, the temperature Text,i is the outdoor temperature at 
any given hour dmi ng the period of that ye.:'lr. 
While using the PRISM method can g ive very accurate 
infonnation about the total amount of energy used in a weather 
normalized system, without a basis for comparison from 
building to building or horne to home, there is little that can be 
said about how efficient the system is. Alone, PRISM offers 
little basis for comparing one building to another. 
2 
Although a focus on data can provide insight into the 
potential for priority energy reduction, the resulting question is 
how can savings actually be realized? One of the most effective 
means in commercial buildings is through recommissioning. 
The process of recommissioning is defined by the McKinsey 
Global Energy and Materials paper Unlocking Energy Effi-
ciency in the U.S. Economy (Granade etal. 2009) as a "process 
by which HVAC and other systems are tested and adjusted to 
ensure proper configuration and operation for optimal effi-
ciency." While testing and adj ustments may seem to be of rela-
tively minor importance, of the estimated 1,110 tri Ilion end-use 
Btus that buildings are expected to consume in 2020, recom-
missioning of HVAC systems and build ing shells, along with 
Lighting appliance upgrades, would save 360 trill ion Btus of 
end-use energy-roughly 32.4% of the total build ing energy 
expend iture (Granade et al. 2009). Further, recommissioning 
has a low investment cost According to a study sponsored by 
the Department of Energy, the median cost of commissioning 
existing buildings was onJy $0.30/ttl (Mills 2009) as compared 
to typical energy costs of$2.00/ft2 nationally. 
This paper first shows the value of combining natural gas 
util ity customer enerh'Y data, county building databases, and 
hourly weather data. The resu lting combined database is then 
analyzed with a series of processes, including the PRISM 
method, in order to benchmark buildings relative to heating 
energy/ft2 changes over t ime, baseline energy changes over 
time, and baseline energy/ft2. The analysis then provides an 
estimate of the energy and energy cost savings potential for 
recommissioning each of the buildings. With these simple 
payback estimates, priority bui I dings for recommissioning are 
determined. The predictions are then compared to the vali-
dated recommissioning savings for buildings, identified as 
priorities, that were aud ited. Last, we discuss how this compi-
lation of data can be used to a·id policy necessary to most effec-
tively invest in energy reduction. 
DATA 
The analysis conducted to estimate recommtsstoning 
energy savings for each customer within a utility customer 
base requires (1) utility billing data for each customer over au 
extended period of time, (2) weather data (hourly) over the 
same period of time, (3) building data for each building in the 
customer database, and (4) typical weather data. A detailed 
description of these follows. I u this study, building data and 
utility energy-consumption databases for Montgomery and 
Clinton Counties in Ohio were merged, resu lting in a data set 
of over 1200 different commercial build ings with 57 months 
of natural gas consumption data from 2004-2009. 
Natural Gas Data 
Natural gas data for each Ohio customer from 2004-2009 
was provided confidentially by a regional natural gas utility. 
These data were made available to the University of Dayton 
(UD) as part of a building recommissioni11g contract. Techn i-
cally, this contract minimally required UD to recommission a 
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total of 45 buildings over a five-year period. The contract 
included financial support to UD that would be included in the 
TRC test evaluation of the program. Our goal, however, was to 
far exceed the 5-10 buildings required to be directly recom-
missioned per year. We proposed to evaluate the entire 
customer base, identifying hundreds or even thousands of 
bui ldings from a total of 55 ,000+ that would most benefit from 
recommissioning. Our proposal was to estimate energy 
savings for each customer, were the building to be recomm is-
s ioned. We would then share this information with customers 
deemed best able to benefit, thereby promoti ng much greater 
collective energy savings than possible from simply selecting 
5-10 bui ldings per year for complete recommissioning. 
Weather Data 
Actual dry-bulb temperature data for SW Ohio were 
obtained from tl1e NOAA weather data site. 1 Typical weather 
year dry-bulb temperature data avai lable through NREL were 
also required. Only hourly temperature data were needed. 
Building Data 
Each county in the U.S. maintains property records, many 
of which are available online in packed formats. If records are 
not available onl ine, the county auditor's office often provides 
access to their property databases. For Montgomery and Clin-
ton Counties, we were able to obtain the foUowing relevant 
building characteristics for each property: address, year built, 
total square footage, number of floors, height of each floor, use 
type for each floor, square footage of each floor, and wall 
constmction type. These data generally have to be assembled 
from multiple databases. 
Merged Data 
The energy and building data were merged. Energy data 
associated with each address were linked to building data 
associated with the same address. A total of 1200 buildings 
were considered. 
DATA ANALYSIS FOR EACH BUILDING 
The data analysis for each individual bui I ding completed 
includes the following steps: (1 ) curve-fits on 12 months of 
data at a time, (2) establishment of sliding baseline (weather 
independent) energy and s liding heating energy, (3) estimation 
of potential energy savings from recommissioni11g (4) calcu-
lation of simple payback, and (5) estimates of uncertainty for 
these. These steps are described in detai l below. 
3PH Fits 
The first step in the energy datc'l analysis is to normalize 
monthly energy data for each build ing re lative to its square 
footage and hours in a billing period. Thus, the energy datc'l for 
I. NOAA National Climate Data Center (http://lwf.ncdc.noaa.gov/ 
oalclimate/climatedata.html) 
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each billing period are expressed as the average power per 
square foot (Btulh/ft2) and are thus truly comparable from 
month to month and bui lding to bui lding. For the same billing 
period, the average monthly temperature is computed from the 
known hourly temperature data. 
With the goal of determ ini11g how energy use or power 
changes overtime, irrespective of weather, a 3-parameter heat-
ing (3PH) regression of the form given in Equation 5 is 
employed. 
E, ,( Btu2) = Baseline, I( Btu2) 
' h·ft ' h·ft 
+ Hsl(11.~~oF) (Tbatll, , - Text, 1) 
(5) 
Fig11re 1 shows the nature of this regression. For each 12 
months of data, a 3PH fit is made to determine HS, T ballt,i,• and 
Baseline;. These respectively characterize the heating charac-
teristics of the building (UAoverallletficiency), the user charac-
teristics (e.g., how the building is controlled from a 
temperature setpoint perspective), and non-weather- depen-
dent usage. Note that these are independent of the specific 
weather for the year. 
ln order to compare heating ener!:,')' from month to month 
or year to year, these characteristics are applied to a typical 
weather year for the c ity or region. NREL tmy3 typical dry-
bulb temperature data are employed. Thus, the weather 
normalized annual heating ener!:,')' is determined for each 
twelve-month period to be equal to 
Annual Heating Energy(Btu)1 = HS1 x ft2 x HDH1 
(6) 
where the heating degree hours for any twelve-month period 
can be well represented for Montgomery and Cl inton Coun-
ties in Ohio, and the estimated balance-point temperature 
Tbalh,i for each twelve-month period can be represented by 
HDH1 = 54963 - 3464.7 · Tballl , 1 + 74.973 · 1'/;ath, 1 (7) 
The annual baseline energy or non-weather-dependent 
ener!:,')' is roughly constant all year, so the total annual baseline 
ener!:,')' is equal to the hourly baseline ener!:,ryt.imes the number 
of hours per year. 
Annual Baseline Energy(Btu)1 
= Baselinei x ft2 x 8760 h/year 
(8) 
Disaggregation of the total weather normal ized ener!:,')' 
into heating and baseline energy components is necessary 
s ince increases in e ither of these are symptomatic of different 
problems iliat might exist in the building. increases in the 
annual weather normal ized heating ener!:,')' over time reflect 
potential problems with building heating controls, changes in 
occupant behavior (temperature set-points), reductions in 
furnace or boiler efficiency, problems with the air handling 
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Figure I Sliding 3PH fit progression. 
units (e.g., too much air), or increases in build ing infiltration 
rates. ]f annual weather normalized heating energy increases 
over time, then all of these possibil ities must be considered 
when doing an on-site bu ild ing recommissioning investiga-
tion. [ncreases w ith time in annual baseline energy provide 
more targeted issues to examine. Significant annual baseline 
enert,')' increases are a result of either controls issues, which 
result in combined heating/cooling year round, or in changes 
in building use. 
There is one other benefit of this analysis in helping to 
inform the recommissioning investigations. If there have been 
annual weather normalized heating energy increases overtime 
and if the balance-point temperature has not increased, then 
the on-site investigation focuses on the heating system, the air 
handling units, and infiltration changes. As well, this analysis 
helps to target recommissioning investigations, reducing time 
and thus cost needed to conduct the analysis. 
Our strategy for estimating potential savings is as follows. 
Figure 2 details our reasoning for changes that have occurred 
over time. The potential energy savings are estimated to equal 
the final annual energy use (either heati ng or baseline) mi11us 
the minimum energy use observed over the observation 
period. More exactly, a filtering approach is employed to mini-
mize the effect of variation in the data. A four month averaging 
window for the s liding annual energy is used to determine both 
the minimum and the final annual energy use. 
Movmg Average AnnuaL 1:.-nergy Use1 
i + 3 
= Et = 2: E/ 4 i = 1 ... 6 # months - 3 
(9) 
4 
Months 2-13 
Baselinez 
r ... 
Annual Energy Savings = E!Jinat - Et,mtn (10) 
Finally, the simple payback is estimated from knowledge 
of the building square footage and using the low end of the 
spectrum for recommissioning costs. Lower recommissioning 
costs are feasible, given that the utility analysis employed 
helps to narrow the focus of recommissioning efforts. The 
simple payback is equal to 
Simple Pay back (y ears) 
z:( Annual Baseline Cost Savings) 
+ Annual Heating Cost Savings (11) 
($0.30/ ft2) X ft2 
Note that a net present value economic analysis could 
have been employed; however, this approach wou ld have iden-
tified the same priority bui ldings as a simple payback method. 
Example Buildings 
The following provides energy data and analysis for two 
example bui ldings, one in prime need of recommissioning and 
another for which recommissioning is not needed. Figure 3 
presents resu lts for a 1516 ft2 building bui lt prior to 1930 for 
which recommissioning is absolutely needed. Figures 3a, 3b, 
and 3c show actual historical monthly natural gas use, disag-
gregated normalized annual heating energy cost, and disag-
gregated normalized amwal baseline or weather dependent 
energy cost, respectively. It can be seen from this data that total 
energy use, heating energy, and basel ine energy use have 
increased substantially during the past six years. Increased 
annual heating and basel ine energy costs are estimated to be 
ML-1 1-003 
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$1669 and $1154, respectively, assuming a natural gas price of 
$1.30/ccf. We estimate that these increases can at least be 
reduced from recommissioning. 
Figure 4, which presents the estimated heating balance-
point temperature Tbalh versus month, provides insight into the 
nature of the heating ener&>y increases. As seen, the balance-
point temperature increases over t ime. An on-site inspection 
of this build ing revealed year-round boi ler operation and 
controls problems, such that combined heating and cooling 
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Figure 4 Estimated heating balance-point temperature 
changes over time for building illustrated in 
Figure 3. 
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was observable in the summer. Also, the building owner bad 
eliminated night setback temperatures. The payback estimate 
was deemed to be reasonable. 
Figure 5 shows a sample building for which recommis-
sioning isn't called for. Figures 4a, 4b, and 4c show similar 
data for the monthly natural gas consumption, normalized 
annua l heating cost, and normalized annual baseline cost. 
Clear from these figures is that the normalized annual heati ng 
and baseline ener!,>y have decl ined with time. Comparing the 
energy intensity of this building to that illustrated in Figure 2, 
one sees that the annual heating energy intensity is roughly 
one-half that of the building where substantial savings can be 
realized from recommissioning. Close examination of this 
building revealed dramatic building owner changes to include 
use of night setback temperatures, reduction of water heater 
temperature, and improvement in the building envelope. 
Figure 6 presents the estimated heating balance-point 
temperature for this building as a function of t ime. In contrast 
to the fo rmer building, the balance-point temperature for this 
building has been observed to decrease. On-site examination 
revealed dramatic building owner changes to include use of 
night setback temperatures, reduction of water heater temper-
ature, and improvement in the building envelope. 
Additionally, cost savings from reduced annual baseline 
energy intensity can be estimated regardless of whether 
increases in baseline energy were observed over time. For 
typical buildings, the baseline energy use for natural gas is that 
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Figure 5 (a) Monthly natural gas consumption (ccj), (b) normalized annual heating cost ($), and (c) normalized annual 
baseline energy ($)for 1930 era, 1569 jrl ( 140.8 n/) building (Month 0 =January 2004). 
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used for water heating and cooking, unless the building use is 
manufacturing. The Energy Information Agency Commercial 
Building Energy database (CBECs 2003) provides typical 
water heating and cooking natural gas energy intensity for 
various building types. Thus, the typical baseline energy inten-
sity for building type is known. These data are summarized in 
Table 1. 
The energy savings realizable from basel ine enerh'Y 
reduction can then be estimated according to the following 
equation: 
Baseline Energy l ntensity Savings1 
= ( Baseline1 \ x ft2 
max - Typical Baseline Energy Intensity, O) 
(12) 
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Figure 6 Estimated heating balance-point temperature as a 
function of time for the building shown in 
Figure 5. 
For the two buildings of equivalent type (food service) 
illustrated i11 Fihrures 3 and 5, the respective baseline enerh'Y 
intensities are 382 kBtu!ft2 (4338 MJ/m2) and 52.2 kBtu/rtl 
(592.8 MJ/m2) . The first bui lding had a baseline energy use 
well above a typical building of the same type, while the 
second building had about one-half the typical energy use. As 
noted, the high baseline energy use in the first building is due 
to the £1ct that there was year round combined heating and 
cooling. If the baseline energy intensity of the higher enerh'Y 
use building could be reduced to typical values, total annual 
cost savi ngs of $4202 would be real ized from both baseline 
enerh'Y and heating energy redllction. 
CUSTOMIZED ENERGY REPORTS 
Automated energy reports for each bu ild ing were 
completed using Microsoft Access. A sample report for the 
first building considered in the previous section is shown in 
Figure 7. TI1e intent of the reports is to provide simple feed-
back to building owners, relative to their annual heating and 
baseline costs and the associated energy savings estimated. 
Additionally, the customized report summarizes issues to 
evaluate during a recommissioning study. 
COLLECTIVE RESULTS 
In this section, we present collective energy savings for 
the commercial customers reviewed specifically in Clinton 
County. A total of I 09 build ings were deemed to have poten-
tial for energy savings from recommissioning. TI1ese were 
ranked according to simple payback in years (recommission-
ing costs/annual energy savings). 
Figure 8 shows the estimated simple payback versus 
enerh'Y cost savings for each of these 109 buildings in rank 
order according to simple payback. In general, the total enerh'Y 
savings become progressively larger. So too does the simple 
payback for recommissioning of these buildings. Notice also 
that the maximum simple payback permitted is ten years. 
Table 1. CBECs Data (2003) for Water Heating Energy Intensity for Various Building Types 
Typical Baseline Energy Energy Intensity, Building Type Intensity, Build ing Type kBtu/ft 2 (MJ/ m2) kBtu/ft2 (lVIJ /m2) 
Education 5.9 (67.0) Public assembly 1.9 (21.5) 
Food Sales 14.4 ( 163.5) Public order and safety 15. 1 (171.5) 
Food Service 105.4 (1195.9) Religious worship 1.9 (21.5) 
Health care (inpatient) 44.6 (506.5) Service 0.9 (10.2) 
Health care (outpatient) 39.4 (447.4) Reta il 1.9 (21.5) 
Lodging 32.5 (369. 1) Warehouse and storage 0.7 (7.95) 
Office 1.9 (21.5) 
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Customized Energy Report for: ----------
CustomerlD: Baseline Cost Intensity, 5.'a.Q. (5/a,m.): 53.2~ (534.87) 
Yeu Built: 1928 Huting Sa.,ings: 51.669 
Squue Footage: --'2~89~8:._ __ Ba.sdine Savings: S4.902 
Current Heating Cost: 52.869 Total Savings: S6.571 
Current Basdine Cost: 59.402 Recommissioning Cost: 5869 Simple Payback (Y urs): 0.13 
Recommissioning Emphasis: 
The basdine enugy intensity is greater than 50.50/af!.. ~~.38'.ssun_,>,. The assessment should focus on understanding why the ba.seline enagy i.s so 
high. Your annual heating cwrent heating energy cost is at least Sl,669 greater annually than it has been in the pa.st. Your heating system controls 
should be evaluated. Finally, your potential baseline energy savings is substantially greater today than it has been in the past, 56,571. Your on-site 
assessment should seek to understand why this increase has occwred. 
Figure 7 Customized energy reportforfirst e.xample building benefittingfrorn recommissioning. 
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Figure 8 Annual energy cost savings($) vs. simple payback years for each candidate recommissioning building. 
An important feature of this collective energy red11ction 
approach is that if deep energy reductions are desired from the 
collective grouping of buildings, then the high energy reduc-
tion/low simple payback buildings can be used to help pay 
more costly energy reduction for other buildings. Thus low 
cost savings can be used to expand the total energy savings and 
energy cost savings from among an entire utility customer 
base. As well, investment of energy reduction dollars can be 
made much more strategically than through simple rebate 
programs that may or may not attract customers deriving the 
greatest energy reductions from the rebates. 
The collective simple payback for buildings, 1 --+ i, is 
determined from the sum of the ratio of expected energy 
savings to recommissioning costs for the collective buildings 
from 1 --+ i , as shown below. 
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CoL/ecttve Sunple t'ay back1 
individual Building Energy Savings11 
L: individual Building Recommissioning Cost11 II = 1 
Figure 9 shows the collective simple payback versus 
collective cost savings when add ing each successive bui lding. 
It is apparent that the low cost energy savings associated with 
the worst buildings (e.g. , buildings with the smallest simple 
payback) can be used to help support the recommissioning 
efforts for bui ldings with much higher simple paybacks. As 
showr1, the collective simple payback is roughly 1.7 years, 
were recommissioning efforts to be focused on all109 ofthe 
candidate buildings, much Jess than the maximum simple 
payback of nearly ten years for the least attractive buildi11gs for 
recommission ing observed in Figure 9. 
A fina l plot (Fig11re 1 0) shows the relative importance of 
savings from heating energy reduction to savings from base-
line enerb'Y reduction. Building 1 in this figure is associated 
with the lowest simple payback from recommissioning. Not 
surprisingly, this approach captures first buildings that have 
experienced large increases in heating energy over time. Thus, 
the lowest hanging fruit is heating energy reduction. As a 
much larger population of bui ldings is considered, the ratio of 
ML-1 1-003 
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Figure 9 Collective simple payback (years) vs. collective cost savings from recommissioning among candidate buildings. 
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Figure 10 Ratio of heating energy cost savings to baseline energy cost savings for individual buildings. 
heating to baseline energy savings appears to asymptotically 
approach a constant value of around 2.6. Of course, if this ratio 
has relevance, it certainly depends upon the region of the cowl-
try considered. 
MEASUREMENT AND VERIFICATION 
Jn year 1 of the program, we were simply asked to recom-
mission five buildings. Five buildings were evaluated: two 
office buildings owned by nonprofit organizations, two restau-
rants, and a private school. Table 2 describes the predicted 
enerbry savings for each ofthese buildings using the method-
ology described earlier. Build ings with recommissioning proj-
ects already implemented are noted. Estimated and actual 
recommissioning costs are noted. Pred icted recommissioning 
enerbry savings from on-site audits are also noted. Only one of 
the buildings has had enough time after recommissioning to 
measure savings. These savings are also noted. 
Generally, the estimates based simply upon analysis of 
combined util ity, building, and weather data matched well 
those obtained from on-site energy audits. Also, except for 
the second building shown in Table 2, the costs for recom-
missioning were at least on the same order of magnitude as 
ML·11-003 
the actual costs for a local contractor. The substantially larger-
than-estimated cost for building 2 (Nonprofit 2: Religious 
Service Outreach), as it turns out, is due to tl1e fact that the 
building energy control system included in the design of the 
building was never inst:'tlled. Thus, the building was never 
truly commissioned relative to its design. 
As a final point, the energy savings shown are only asso-
ciated with natural gas energy reduction. Electrical energy 
reduction on the same order or more as that for natural gas was 
predicted for each building from the on-site evaluations. In 
fact, for building 1, the on-site evaluation revealed that the 
chil ler was running continuously. Thus, the heating energy 
reduction predicted from the natural gas utility analysis alone 
underestimated what was actually realized. The building was 
being cooled in the winter, wh ich in turn required add itional 
heating energy. 
CONCLUSION 
We have shown that analysis of historical energy data for 
a utili ty's customers can be used to identifY priority buildings 
for recommissioning based upon potential energy savings. A 
weather normalized calculation ofbaseline and heating energy 
9 
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Table 2. Predicted Energy Savings in Buildings Recommissioned 
Baseline 
Baseline 
\\ Recommissioning Recommissioning Heating Energy Total Cost Savings Total Cost Savings Total Cost Savings 
Building ftl ear . Cost (Actual)~ Cost Savings, Cost lnten. Cost (Estimate)~ (from Audit)~ (Realized)~ B .1 Cost (Estnnate)~ Savings, lll t $ $ $ $ Sa1•ings, $ $ $ $ 
Nonprofit I 
(Psychological 55,000 1960 16,500 22,000 0 0 8780 8780 9854 17,160 
Services) 
Nonprofit 2 
(Religious Service 13,890 2001 4167 22,000 10,800 10,800 10,800 Project not done yet 
Outreach) 
Restaurant I 3725 1970 1117 500 5960 4470 4971 10,391 7042 Pro;ect done-
savings not measured 
Restaurant 2 1522 1980 456 1065 1065 600 Project not done 
Private School* 32,600 1950 9750 15,000 N/A N/A 2350 Pro;ect done-
savings not measured 
*This building was selected because of high energy usc per square foot rathcrthan energy changes ovrr time. Baseline energy intensity was small and there had actually been both heating and baseline energy reduction overtime. 
over time reveal the customers that have seen the greatest 
degradation of one or both of these. 
This research holds sign ificant implications relative to 
state and national policy with regard to energy reduction. With 
more than one-half of U.S. states adopting energy reduction 
requirements, we believe we have established a process for 
saving the most money with the least investment for existing 
bui lding stock. This success hopefully can guide state utility 
commissions in processes for establishing energy reduction 
programs. 
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